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NOTES:

1. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH SPECIFICATION
2. FOR PIPE EMBEDMENT AND TRENCH FILL MINIMUM COMPACTION AND
SEE DWG. SCP-1000.
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