NOTES:
1. ALL ELECTRICAL CONDUITS TO BE HD. ORANGE PVC.
2. ALL BENDS ARE TO BE LARGE "N" SWEEP BENDS.
3. HORIZONTAL CONDUITS TO EXTEND 400 MM FROM END OF CONCRETE AND EPOXYED.
4. ROOF TO BE SLAB CONCRETE.
5. TRIMMER BARS AROUND WETWELL OPENING TO ACCOUNT FOR DEPLACED BARS IN ACCORDANCE WITH CONCRETE INSTITUTE OF AUSTRALIA REINFORCED DETAILS HANDBOOK.
6. WETWELL OPENING TO BE OFFSET FROM CENTRE OF WALL SUCH THAT DRAIN RAILS, REAR PIPES AND PUMPS CAN BE REMOVED.

PLAN SCALE 1:50

SEWERAGE STANDARD
CONCRETE ROOF SLAB - PLAN

SEWAGE PUMPING STATIONS ON 4000 DUPLEX SPS

CAD FILE NAME: SCP-710
ISSUED: 2016