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BENCHING TO BE CLEAR OF THE
UNDERSIDE OF DISCHARGE BEND

BWL & TOP OF BENCHING

— S32 CONCRETE

BENCHING ARRANGEMENT

SCABBLE INTERFACE PRIOR
TO PLACING BENCHING

WHEN PLACING BENCHING, PUMP DISCHARGE
PEDESTAL AREAS TO INITIALLY BE BOXED
OUT AND THEN LATER INFILLED WITH
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TYP. DETAIL @

NOTES:

1. DIMENSION A = PUMP DISCHARGE DIAMETER.

2. DIMENSION d = DROP TUBE DIAMETER.

3. BOTTOM OF DROP TUBE TO BE LEVEL WITH BWL
OR A MAXIMUM OF 50mm BELOW BWL.
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