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2 / 916 HOLES -SUPPLY 2/M12 CHEMICAL ANCHOR ADHESIVE CARTRIDGE
- 1" -2/M12 x 140 LG THREADED ROD (CHISEL ONE END)
~ B I“li C/W NUT & WASHER, ALL 316 SS
l 50x6 FL{iﬁ SS)
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@ 12 HOLES, SHOP FIT
2/M10 x 30 LG HEX
BOLTS C/W NUT &
WASHER, ALL 316 SS
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INDUCT VENT PIPE CLIP
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I NOTES
1. INDUCT VENT PIPE CLIP SHALL BE
9 STAINLESS STEEL 316
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